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415-2024 HAN 275/110 SS, IBUS TX 4 & ASSOC EARTHING TX, EARTH SWITCHES EM157 & EM157B

429-2024 HAN 275/110, IBUS TX '4' & ASSOC EARTHING TX,

408-2024 TAN - LIS A CCT, D/C TOWERS 301-347, TOWER PAINTING ON ABOVE CCT

440-2024 KPS 275, GCB GJ45 & CTS, GCB GJ50 & CTS, ISO'S GJ51, GJ46, GJ43, EARTH SWITCHES EG221, EG222, EG224 & EG225

394-2024 KEL 110 SS, GCB MF90, GCB MF95, GCB MF100, ISO'S MF88, MF96, MF98, SECTION 2R BB, 2R85/90-2R100/105, 

417-2024 OMA MAIN, CVT ASSOC WITH THE STB B CCT, MAINTENANCE ON ABOVE CVT, CVT BUSHING TESTS

412-2024 MAG 275, ISO GH33, SECTION 1 BB BETWEEN BB SUPPORTS A1/4 - A1/5, MAINTENANCE ON THE ABOVE ISO

413-2024 MAG 275, ISO GH43, SECTION 1 BB BETWEEN BB SUPPORTS A1/5 - A1/6, MAINTENANCE ON THE ABOVE ISO

PL115-2024 KPS 275KV SS, CB GJ55

418-2024 OMA MAIN, CVT ASSOC WITH THE STB A CCT, MAINTENANCE ON ABOVE CVT, CVT BUSHING TESTS

418-2024 OMA MAIN, CVT ASSOC WITH THE STB A CCT, MAINTENANCE ON ABOVE CVT, CVT BUSHING TESTS

390-2024 RSK MAIN, GCB MU5 & CT'S, ISO MU4 & EARTH SWITCH EM374, BB2

444-2024 STB MAIN, OCB 7S0 & CT'S, MAINTENANCE AND DEFECT REPAIRS ON THE ABOVE , OCB 7S0 TIMING TESTS

PL116-2024 KPS 275, CB'S GJ55, GJ50, GJ45, CB FAIL COMMISSIONING ASSOC WITH ABOVE EQUIPMENT

450-2024 CPS 275, CVT, CABLE & SEALING ENDS ASSOC WITH THE MAG B CCT, 

423-2024 OMA - TMG CCT, D/C TOWER 2266, CVT, CABLE AND SEALING ENDS ASSOC WITH TMG CCT

PL117-2024 RSK MAIN SS, BUSCOUPLER MU5

386-2024 BPS 110KV SS, ABCB MD35

419-2024 OMA MAIN, D/C TOWER 101, GCB 10M0 & 1M0, ISOS 10M8, 1M4 & CX60

421-2024 DRO MAIN , ISO MW28, EARTH SWITCH EM419A,  BB 2 BETWEEN BB SUPPORTS 2/7 - 2/8, MAINTENANCE

391-2024 RSK MAIN SS, GCB MU5 & CTS

420-2024 DRO MAIN , ISO MW29, BB 1 BETWEEN BB SUPPORTS 1/7 - 1/8, MAINTENANCE 

M2024 - 491 BYC CONVERTER STATION, FILTER F1, GCB GK305 & CT, EARTH SWITCH EG318, MAINTENANCE ON THE ABOVE

406-2024 CPS 110KV SS, ISO 3H2

416-2024 CPS 275, SECTION A2 BB BETWEEN BB SUPPORT A2/6 & ISO GA74, 

M2024-492 BYC CONVERTER STATION, FILTER F2, GCB GK405 & CT, EARTH SWITCH EG321 (ASSOC WITH POLE 1), MAINTENANCE
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427-2024 CAS 275, GCB TR2 & CT, REACTOR ASSOC WITH THE IBTX '2',

428-2024 CAR MAIN SS, GCB 2C0 & CTS

M2024-493 BYC CONVERTER STATION, FILTER F1, GCB GK305 & CT, EARTH SWITCH EG318, (ASSOC WITH POLE 1), MAINTENANCE

459-2024 CPS 110KV SS, TX '1'


