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385-2024 CAS 110, GCB MC90 & CT, ISO MC89 & EARTH SWITCH EM48, 

434-2024 CAS 275, GCB TC3 & CT, CAP BANK 3, VT'S ASSOC WITH CAP BANK 3, E/S TC3E2, 

462-2024 CPS 110, TX 2 ASSOC EARTHING , TX & L.N.E.R, 

451-2024 KPS 275, GCB GJ55 & CTS, GCB GJ50 & CTS, ISOS GJ52 & GJ58

396-2024 KEL 275, CVT ASSOC WITH KPS A CCT, MAINTENANCE, CVT BUSHING TESTS

463-2024 HAN 275/110 SS, IBTX 4 & ASSOC EARTHING TX,

456-2024 TMN 110, TMN - TMG CCT, D/C TOWER 614, CVT

PL121-2024 KPS 275, CB GJ55, CB FAIL COMMISSIONING ASSOC WITH THE ABOVE EQUIPMENT

442-2024 HAN 275, CT & CVT ASSOC WITH THE CAS B CCT, MAINT , CT AND CVT BUSH TEST

475-2024 GAR MAIN SS, GCB MZ20 & CTS

PL123-2024 TAN MAIN, BUSCOUPLER 1 (CB MB10), 

446-2024 CRG MAIN ,GCB MN15, MAINTENANCE / OPERATIONAL CHECKS ON ABOVE

476-2024 GAR MAIN SS, GCB MX20 & CTS

452-2024 KPS 275, GCB GJ65 & CTS, GCB GJ70 & CTS, ISOS GJ71 & GJ66, 

457-2024 TMN 110 , TMN CRG, S/C TOWER/POLES 442-152A, CVT,

PL122-2024 TMG MAIN, BUSCOUPLER CB MV5, PROT TEST & PROT TRIP TEST ASSOC WITH THE EQ

472-2024 BPS 275/110KV SS, IBTX '2' & ASSOC EARTHING TX

449 - 2024 GRT, TX 1 & ASSOC EARTHING TX, 33KV CB L309, 33KV VT, 

454-2024 GCB MB65 & CT, ISO MB61, MB63 & MB64, EARTH SWITCHES EM13 & EM23,

464-2024 KPS MAIN, GCB GJ75 & CTS, GCB GJ70 & CTS, ISOS GJ76 & GJ72,

447-2024 BVG, ISO ME36, GCB ME35 & CT, SECT 2 BB BETWEEN BB  2.30/35 & 2.35/40. MAINT

441-2024 CPS 110, ISOLS 7H2, 8H6 & 7H3, EARTHS SW EH7, GCB 7H0 & CT, 

474-2024 BPS 110KV SS, BPS - BVG 'A' & 'B' CCTS

448-2024 BVG MAIN, ISO ME41, EARTH SWITCH EM108A, GCB ME40 & CT, 
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